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CONCRETE PLATFORM
(INLET SIDE OF
STRUCTURE)

EAST JORDAN TYPE 1710
OR EQUAL WITH TYPE “A

SOLID COVER MARKED PRECAST CONCRETE ADJUSTMENT
SANITARY RINGS OR RED SOLID SHALE
SEWER BRICK (8" MAX.)

SLOPE

/—PRECAST CONCRETE  FLATTOP

+ |32 MAX

OPENING TO BE OFFSET 6"

16
TYP.

CONCRETE PLATFORM
DETAIL

|_—— M.A._IND. INC. PSI-PF
/ POLYPROPYLENE
E— H MANHOLE STEPS

"~ GASKETED JOINT PER
57 ASTM C-443

&)
A
|
o

DEPTH VARIES
32" MINIMUM / 13'—0" MAXIMUM

~y—— PRECAST CONCRETE WALLS
— REINFORCED PER ASTM C-478

—— 3000 P.S.I. CONCRETE
X INVERT CHANNEL AND
"] PLATFORM (SEE DETAIL)

18”

RUBBER PIPE CONNECTOR
4 P PER ASTM C-923

] ~
° . PRECAST CONCRETE BASE

o : o [¢] ° ° Oo o ° [¢] o ° "
SLAB @ #4 REBAR @ 12" O.C.
#57 LIMESTONE BOTH WAYS
BEDDING (6” MIN.)
NOTES:

1. FIELD CONDITIONS MAY WARRANT
MODIFICATIONS OF THIS STRUCTURE.

2. THOROSEAL INSIDE OF
MANHOLE FULL DEPTH

i coror BT R PRECAST SAMPLING AND
METERING MANHOLE DETAIL

NO SCALE

City Of Eastlake

Standard Construction Details

SD-3-20




